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a b s t r a c t
Reliable and high precision thermal control technologies are essential for the safe flight
of advanced spacecraft. A fuzzy incremental control strategy is proposed for control of an
LHP space cooling system comprising a loop heat pipe and a variable emittance radiator
with MEMS louver. The generating and performing algorithm of the fuzzy control rules
is provided with an analytical form based on the understanding of dynamics and control
mechanisms of the space cooling system. This paper also presents a novel integrated
mathematical model for the dynamic analysis of the LHP space cooling system and a
numerical evaluation of the investigated control schemes. Numerical simulation results on
the closed loop control effects suggest that the proposed control strategy takes advantage
of no steady error, small overshoots and short settling times; thus benefiting safe, highly
accurate and reliable operation of the entire space cooling system. The overshoots of
the most important operating parameters (Tob, Qr , and P) under the proposed fuzzy
incremental control have been reduced to 16.3%, 17.6% and 18.6% of the compared PID
control’s, while the respective settling times have been shortened to 33.9%, 42.3% and 30.5%
of the reference values.
© 2012 Elsevier Ltd. All rights reserved.
1. Introduction
Loop heat pipes (LHPs), which have been experimentally investigated as an effective two-phase cooling technology for
highly compacted electronic components like CPUs [1,2] with high power density in laptops and other ground systems, are
considered to be a promising approach for the thermal control of the advanced space missions like robotic spacecraft [3],
network missions on Mars [4], and nano-satellites [5]. The LHPs reduce flow resistance by separating the vapor line from
the liquid line and the centralized capillary structure in the evaporator can pump the working fluid to a condensing placed
more far away than the heat transfer distance of the traditional heat pipe, and it is also more convenient to form a central
thermal collection networkwheremultiple heat sources exist inside spacecraft [3–6]. Although LHPs are usually treated as a
kind of passive thermal control method [6], the space cooling systemwhich integrates LHP and variable emittance radiators
like MEMS louver together can realize the high accurate active thermal control tasks by adjusting the heat radiation process
at the outer surface of a space radiator [5,7–9]. However, this depends on a thorough understanding of the system dynamics
and the considerate design of the active control schemes. A concise dynamicmodel and a practical control policy are required
for the successful control of LHP space cooling systems.
Many efforts have beenmade to accomplish themodeling and simulation of the transient performances and the operating
characteristics of LHPs. The steady-state heat transfer behaviors, the starting-up transients, and the temperature oscillations
of 70 W miniature LHP were experimentally investigated in [10], and the transient heat and mass transfer processes in a
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cylindrical LHP evaporator were numerically investigated in [11]. A thermo-fluid dynamic model was proposed in [12] to
determine the transient temperature distribution in the compensation chamber, the cavity and the condenser section of a
stainless steel/ammonia LHP. Mathematic models, which predict the transient thermal behaviors of the space LHPs, have
been developed and validated with ground-based experimental results in [13,14] independently. A more practical system
level dynamical model has been developed in [15] and this model is suitable for numerical evaluation of the active control
effects which are the focus in this paper.
Since the phase-change heat transfer mechanics inside LHPs and the heat dissipating processes at the outer surface at
the variable emittance space radiators are all typical nonlinear processes, LHP space cooling systems are typical nonlinear
controlled objects [16] which require robust, adaptive and practical control strategies like other nonlinear cooling, heating,
and energy conversion processes in [17–19]. However little attention has been focused on the control technologies of
the LHP space cooling system since LHPs are usually considered as passive thermal control approaches. The fuzzy logic
methods [20,21] which were proved to be valid in the fields of spacecraft attitude control, signal integration and adaptive
tracking control [22–26], were also reported as effective in resolving temperature control issues emerging in hydraulic
heating [17], thermoelectric cooling [18], and energy conversion processes [19]. These reported fuzzy logic employed
controllers include the adaptive fuzzy control scheme for the hydraulic heating process [17], the fuzzy coordinate control
of TEC and its forced cooling fan in the nano-satellite space simulator [18]. These fuzzy control ideas are considered to be
candidate solutions for the effective control of an LHP space cooling system for the controlled objects share similar nonlinear
dynamic characteristics.
In the present research, a fuzzy incremental control strategy is developed with its rank associated generating and
performing algorithm for linguistic fuzzy rules. This intelligent control strategy and algorithm take advantage of small
overshoots, no steady error and robust operating properties. Moreover, they are much easier to perform using onboard
computing devices of current spacecraft. Their closed loop control effects are numerically investigated and compared with
that of a traditional PID control approach.
2. Fuzzy incremental control strategy and algorithm
As shown in Fig. 1(a), the controlled LHP space cooling system (LHP–SCS) comprises a loop heat pipe (LHP) and a variable
emittance space radiator. The working fluid inside the LHP is ammonia, and the LHP consists of an evaporator, two transport
lines for separate vapor and liquid flow, and a tube-type condenser attached to the inner side of the space radiator plate. As
the exhaust heat is applied to the evaporator, it is transferred by conduction through the evaporator structure (in Fig. 1(b))
to vaporize the liquid inside. The vapor generated by the input heat travels along the vapor line to the condenser where heat
is rejected to outer space by the variable emittance radiator and the vapor is condensed. The condensate enters the liquid
line and is pumped back to the evaporator by the primary wick inside the evaporator which acts as a capillary pump and
provides the major pressure head for the flowing working fluid. There is a small compensation chamber referred here as a
reservoir inside the evaporator and a secondary wick provides the capillary path for fluid communication between themain
part and the reservoir, as sketched in Fig. 1(b).
Fig. 1(c) illustrates the schemeof the variable emittance radiator. AnMEMS louver array ismounted on the high emittance
radiator surface to control the leaving heat flux. The cooling behavior of the radiator is dominated by the heat radiation
between the spacecraft and its orbit environment since there is no air outside. When a louver cell in the MEMS array is
opened, the high emittance radiator surface under it is exposed to the space environment; otherwise the low emittance
surface of the cover cell will face space. Therefore, by controlling the number of open louver cells in the MEMS array, the
whole cooling ability of the space cooling network can by be adjusted with ease. We define the exposing degree ϕr as the
radiator surface ratio between the exposed area under the opened louver cells and the total area of radiator surface. The
radiation heat flux leaving the radiator is governed approximately by (1).
Qr = εeσAT 4r = [(εh − εl) ϕr + εl] σAT 4r (1)
where σ is the Stefan–Boltzmann constant; A and Tr are total area and average temperature of the radiator surface; εe is the
equivalent emittance of the radiator which can be determined by the emittance of the high emittance radiator surface (εh)
and that of the MEMS louver cells (εl).
2.1. Principles and block diagrams of control strategies
The block diagrams of the controlled LHP–SCS and its fuzzy incremental controller (FIC) are illustrated in Fig. 2(a) and (b)
respectively. The temperature of cooled object is measured and compared with its reference value, then the tracking error
is fed to the FIC, as shown in Fig. 2(a). The FIC outputs the controlling variable which manipulates the exposing degree of
the variable emittance radiator with the MEMS louver.
As shown in Fig. 2(b), the major parts of the FIC comprise a fuzzifier, an inference engine, a defuzzifier and a fuzzy rule
base. Two auxiliary numerical operators are used for the real timedifferential and integral calculations of the error increment
1en and current controlling variableϕr respectively. The control error en and its increment1en are normalized by the factors
Ke and Kc and then enter the fuzzifier; the produced linguistic values (E, CE) are compared with the fuzzy rules in the fuzzy
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(a) LHP space cooling system. (b) Evaporator of LHP.
(c) Radiator with MEMS louver array.
Fig. 1. LHP space cooling system (LHP–SCS) and its components.
Table 1
Fuzzy sets and their linguistic value.
Fuzzy sets Ranks Linguistic values
NG −4 Negative great
NL −3 Negative large
NM −2 Negative medium
NS −1 Negative small
ZE 0 Zero
PG 4 Positive great
PL 3 Positive large
PM 2 Positive medium
PS 1 Positive small
rule base by the fuzzy inference engine. The fuzzy output is converted to a precise value at the defuzzifier. This output1un
represents the normalized increment of the controlling variable ϕr scaled by the factor Ku. The output of the FIC defuzzifier
is fed to a digital integrator which has the function of memory. This FIC scheme takes advantage of easy construction, no
static control error and reliable working ability. Therefore, it is very suitable for spacecraft applications.
2.2. Control rules and their performing algorithms
A nine-element fuzzy set system {NG, NL, NM, NS, ZE, PS, PM, PL, PG} in Table 1 is used to characterize the linguistic
values of en,1en and1un. Each fuzzy set (or its linguistic value) is associated with a crisp number as an analytical rank for
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(a) Fuzzy incremental control system context.
(b) Implementation of fuzzy incremental controller.
Fig. 2. Block diagram of the fuzzy incremental control scheme.
Fig. 3. Membership functions of the fuzzy sets.
the convenient performance of the control rules. As shown in Fig. 3, the membership functions, µ(x, k), of the above fuzzy
sets are determined by the following Gaussian equation.
µ(x, k) = exp

x− (k× a)
b
2
(2)
where x ∈ {en,1en,1un} , k is the analytical rank associated with the focused fuzzy set in Table 1, a is set to 0.25, the value
of bwhich can be regulatedwhen necessary, is set to 0.125 here.When x exceeds the range (−1, 1), themembership degrees
of boundary fuzzy sets (NG and PG) are given by (3):
µ(x,−4) = 1, x < −1
µ(x, 4) = 1, x > 1. (3)
The linguistic control rules of FIC can be constructed using the following general form:
IF en is Ei and1en is CEj, THEN1un is CUℓ(i,j) (4)
where Ei and CEj and CUℓ(i,j) are the fuzzy values of en,1en and 1un; the subscript variables i, j and ℓ(i, j) denote the
analytical ranks associated with these linguistic values in Table 1.
Theoretical analysis and simulation study of the LHP space cooling systemdynamics suggest that a suitable control action
at different control situations should be in accord with the following fundamentals:
(1) A positive en usually requires a negative controlling variable increment when1en is very small, and a negative en often
requires a positive one under the same situation.
(2) A large en needs a large controlling variable increment while a small1un is suitable for small en, whether en is positive
or negative.
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Fig. 4. Surface map of the fuzzy incremental control rules.
(3) A positive 1en will strengthen the requirement for a negative controlling variable increment when en is positive and
alleviate the positive controlling variable increment value when en is negative.
(4) Similarly, a negative1en will strengthen the positive incremental trend of the controlling variable when en is negative
and alleviate the negative intention of the controlling variable increment when en is positive.
(5) When the absolute value of en is small, the impact of the control error change1en should be large, otherwise the impact
should be small.
On the basis of these control knowledge insights, a rank-based generating and performing algorithm for the fuzzy rules
in (4) is derived in
ℓ(i, j) = −1× nInt (ωi × i+ (1− ωi)× j) (5)
where ωi is the error impact power determined by the rank of the input error (ωi = 0.4 for i = 0, 1, ωi = 0.5 for i = 2 and
ωi = 0.6 for i = 3, 4); the return value of the function nInt (x) is the nearest integer number of the input x.
Fuzzy control rules which are produced by (5) for the intelligent control of the LHP space cooling system are plotted in
Fig. 4.
If all the fuzzy control rules from (5) are treated equally, the output of the defuzzifier in Fig. 2(b) can be calculated by
1un =
9
i=1
9
j=1
urnc,ℓ(i,j)λℓ(i,j)
 9
i=1
9
j=1
λℓ(i,j) (6)
where urnc,ℓ(i,j) andλℓ(i,j) are the representative value andmembership degree of the output fuzzy set CUℓ(i,j) for the i×9+jth
control rule, and they are determined by (7) and (8), respectively.
urnc,ℓ(i,j) = ℓ(i, j)× a (7)
λl(i,j) = Min[µ(en, i), µ(1en, j)]. (8)
Otherwise, the output-decision membership of the outputs which belong to CUk, (k = −4,−3, . . . ,+3,+4) takes the
form of
µf ,k =
9
i=1
9
j=1
min

µ(en, i), µ(1en, j), µr,i×9+j
 |ℓ(i, j) = k (9)
where µr,i×9+j is the power of the i× 9+ jth control rule from (5).
And the output of the defuzzifier becomes
1un =
4
k=−4
urnc,kµf ,k
 4
k=−4
µf ,k (10)
where urnc,k the representative values of fuzzy set CUk.
Finally, after the above T–S alike fuzzy inference mechanisms, the controlling variable ϕr is determined in terms of the
normalize incremental of1un and the controlling variable value ϕ′r at previous sampling time by
ϕr = ϕ′r + Ku1un (11)
where Ku is scale factor of the controlling variable.
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Fig. 5. 4-nodal thermal network model of LHP–SCS.
Table 2
The elements of the system matrix Rsys .
Elements Expressions
r1 1/Roe
r2 (Cc/Chp) (1/Roc)
r3 (1− Cc/Chp) (1/Rcr )
r4 1/Roc
r5 1/Rcr
3. Simulation validation of the control effects
3.1. Mathematical model of the controlled LHP–SCS
The dynamics of LHP–SCS can be effectively determined by 4-nodal thermal networks which are shown in Fig. 5. In this
thermal network model, the LHP–SCS is treated as four lumped parameter nodes which include the cooled object and (Tob
with the thermal capacity of Cob), the radiator (Tr with the thermal capacity of Cr ), the LHP evaporator (Te with the thermal
capacity of Ce) and the LHP condenser (Tc with the thermal capacity of Cc); thus the transient temperatures of the entire
space cooling system can be expressed by the following differential equation group (more detailed information is provided
by [15]).
Csys

T˙ob
T˙e
T˙c
T˙r
 = Rsys
TobTeTc
Tr
+
 Qi00
Qex − [(εh − εl) ϕr + εl] σArT 4r
 (12)
where Qi and Qex are the exhaust heat of the cooled object and the total external heat load radiated from the sun and the
earth.
Csys is the thermal capacity distribution matrix which is determined by
Csys = Diag[Cob Ce Chp Cr ] (13)
where Chp is the thermal capacity of the entire LHP.
Rsys is the thermal resistance matrix which can be expressed as
Rsys =
 −r1 r1 0 0r1 − r2 −r1 r2 − r3 r3r4 0 −r4 − r5 r5
0 0 r5 −r5
 (14)
where ri (0 < i < 6) are the matrix elements which are determined by Table 2.
In the above equations, Roe is thermal resistance between the cooled object and the evaporator, Roc and Rcr are the thermal
resistances between the cooled object, the LHP condenser section and the radiator.
Then according to the conclusions of [15], theworking fluidmass flow rateGhp inside LHP canbe approximately calculated
from the nodal temperatures by
Ghp = 1hv − hl

Cc
Chp
(Tob − Tc)
Roc
+

1− Cc
Chp

(Tc − Tr)
Rcr

(15)
where hv and hl are the respective specific enthalpies of the vapor and the liquid.
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Table 3
Parameters of the working fluid pressure equation.
Parameters Values
A0 4.293025E−1
A1 1.605853E−2
A2 2.351689E−4
A3 1.558870E−6
A4 2.940981E−9
A5 1.322185E−12
Table 4
Parameters of simulated controllers.
Sampling period, Ts = 1.0 s
Parameters Values
Fuzzy incremental controller
Ke 0.0083
Kc 0.526
Ku 0.12
PID controller
Kp −2.1
Ti 162.0
Td 0.001
Table 5
Parameters of the controlled LHP space cooling system.
Parameter (Unit) Symbol Value
Design working parameters
Cooling ability (W) Qi 50
Cooled object temperature (K) Tob 371.65
Radiator temperature (K) Tr 308.15
Heat pipe condensing temperature (K) Tc 314.15
System characteristic parameters
Thermal capacity of cooled object (J/K) Cob 45.2
Thermal capacity of radiator (J/K) Cr 135.6
Thermal resistance of heat pipe (K/W) Rhp 1.0
Thermal resistance between cooled object and heat pipe (K/W) Roe 0.15
Thermal resistance between heat pipe and radiator (K/W) Rcr 0.12
Using the condenser temperature as the representative temperature of theworking fluid, the condensing pressure inside
the heat pipe is given by (13).
P = A0 +
5
i=1
Ai(Tc − 273.15)i (16)
where P the condensing pressure of the working fluid. The calculating parameters Ai for the employed ammonia are fitted
and listed in Table 3.
3.2. Simulation case and system parameters
To validate the control effects of the proposed FIC, we numerically investigated an LHP–SCS which was controlled by the
proposed FIC and another traditional PID controller for comparison. Tables 4 and 5 give the parameters of the simulated
controllers and controlled LHP space cooling system respectively, and a typical−10% step change in the system cooling load
Qi is computed and discussed in detail as an example.
3.3. Discussions on the numerical results
The numerical results on temperature, heat flux, and controlling variable responses of the cooled object and the space
radiator are depicted in Figs. 6 and 7. The thermal and hydraulic transients of LHP temperatures, condensing pressure and
mass flow rate are plotted in Figs. 8 and9. The values of the settling time andovershoot for the above transients are calculated
in Table 6 for the purpose of quantitative evaluation of the control effects.
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(a) Cooled object. (b) Radiator.
Fig. 6. Temperature control effects on cooled object and radiator.
(a) Radiated heat. (b) Exposing degree.
Fig. 7. Heat flux tracking effects and the exposing degree responses.
(a) LHP evaporator. (b) LHP condenser.
Fig. 8. Controlled LHP temperature responses.
(a) Condensing pressure. (b) Mass flow rate.
Fig. 9. Controlled LHP hydraulic responses.
Observations and discussions on the numerical simulation results are concluded and summarized as follows:
(1) Temperature control and heat flux tracking effects (Figs. 6 and 7, Table 6)
The temperature control and heat flux tracking effects of our proposed FIC are superior than that of the compared PID
scheme for smaller settling times and smaller overshoots.
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Table 6
Comparisons on close loop settling times and overshoots.
PID FIC (Fuzzy) Comparisons
τ/sa σ/unitb τ/s σ/unit τFIC/τPID σFIC/σPID
Tob 1825 2.83 620 0.46 0.339 0.163
Tr 1619 3.03 724 0.57 0.447 0.189
Te 1833 2.92 924 0.6 0.504 0.209
Tc 1627 2.69 402 0.49 0.247 0.182
Qr 1458 6.8 617 1.2 0.423 0.176
ϕr/ϕr0 1573 −15.1 619 −6.6 0.394 0.437
P 1195 7.0 366 1.3 0.305 0.186
Ghp 986 −4.7 532 −4.0 0.539 0.851
a The error bands are 0.5 K for temperatures, and 2% final value for others.
b The overshoot unit are ‘K’ for temperatures, ‘%’ for others.
– The cooled object temperature (Tob, in Fig. 6(a)) is well controlled at its reference value. The settling time and overshoot
are only 33.9% and 16.3% of the corresponding values of the compared PID control. Similar improvements are observed
with the radiator temperature (Tr , in Fig. 6(b)) which is not selected as a controlled variable.
– The cooling heat flux of radiator (Qr , in Fig. 7(a)) matches the input cooling load changemore quickly and accurately than
what PID does, the corresponding values of settling time and overshoot are reduced to 42.3% and 17.6% respectively.
– As the only controlling variable, the exposing degree of the radiator (ϕr , in Fig. 7(b)) responds more smoothly and
therefore more effectively under the proposed FIC, the settling time is shortened to 39.4% while the overshoot is reduced
to 43.7%, and this means the actors under FIC can working more efficient and reliably than under the compared PID.
(2) Thermal and hydraulic operating parameters of LHP (Figs. 8 and 9, Table 6)
The proposed FIC provides a more stable and more safe thermal/hydraulic operating condition for LHP structure and
working fluid than the PID does.
– The temperature fluctuation has been successfully controlled (Te and Tc , in Fig. 8). The Te waving amplitude is only 20.9%
of that under PID, and the waving process has been shortened to 50% according to the overshoots and settling times in
Table 6. The respective values for Tc are 18.2% and 24.7%.
– For the condensing pressure (P , in Fig. 9(a))which ismost important fact for the LHP safety operating in the space vacuum
environment, the oscillation amplitude and lasting time are reduced to 18.6% and 13.5% compared to that under PID
control.
– The settling time of the working fluid flow rate change (Ghp, in Fig. 9(a)) is shortened to 53.9% of that under PID while the
overshoot is reduced to 85.1%. These will benefit the hydraulic operating condition of LHP.
4. Conclusions
A Fuzzy Incremental Control strategy was proposed for the effective and reliable control of an LHP space cooling system.
The control effects of the proposed FIC were numerically investigated. The numerical analysis on the control effects suggest
that the overshoots and settling times of the controlled variable and the operating state parameters of the controlled LHP
space cooling system have been obviously reduced under the proposed FIC scheme compared with the traditional PID
approach. For the most important parameters (Tob,Qr , and P), the respective overshoots have been reduced to 16.3%, 17.6%
and 18.6%, while the settling times are 33.9%, 42.3% and 30.5% respectively. These mean that the proposed FIC not only
improves the temperature control and heat flux tracking effect obviously, but also promises a more stable thermal and
hydraulic conditions for the safe operating of the LHP structures and working fluid. The control strategy and numerical
investigation results in this research are expected to benefit the thermal control systemdesign of advanced spacecraftwhere
LHP cooling systems are employed. These potential missions include nano-satellites, space robots, lunar rovers and Mars
landers.
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